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\'mmm FIGURE 1
INCORPORATED
APR 0 4 2003
DIV OF OIL GAS & MINING

A\INSTALL 2 THREADED

HOSE BIB SAMPLE
TAPS

B_.. CALVANIZED PIPE AIR VENT {18"
HIGH) WITH STAINLESS STEEL SCREEN
BANOED ARQUND OUTLET OPENING

A" TEE, 1° STANLESS STEEL
BALL VALVE, & THREADEOD
HOSE CONNECTOR FOR
CARBON FILTER RETURN UNE

CONNECT PUMP

ELECTRICAL CABLE

TO CONTROL 80X
1 1/2" CAP ON
TRANSOUCER
TUBES

2 -1 1/2" DA
HDPE TUBING
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RELOCATE EXISTING
16" X 10" REDUCER
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PUMP DISCHARGE

A —
! \ \\luc.. WELL CASING
Ll

EXISTING JC-2 WELL

EXISTING JC—1 WELL

EXISTING 10" STEEL PIPE
TO BE SHORTENED

RELOCATE EXISTING 16" X 10"
REDUCER, INSERT NEW 16" WYE
BETWEEN HOPE AND REDUCER

EXISTING 16" HOPE PIPE
WITH FLANGE CONNECTOR
AND Ol BACK—UP-RING

FUTURE 16"
HOPE PIPE

VALVE & FITTING SCHEDULE

SECTION [ NO. DESCRIPTION SIZE JOINT

NTS. — 1. | LONG RADIUS REDUCING ELEOW 16" X 13 3/8"| FLe

2. | TeE 16" X 4" FLG

3 | sPooL PiECE 16" X 8'-0" FLG

4. | MAG METER (ABB MAG MASTER W/GND RINGS) 16 FLG

5. | sPooL PIECE 16" X 4'—0" fLe

6. | GATE VALVE (MUELER RESILLIANT SEAT WEDGE) 18" FLG

7. | sPOOL PIECE - STEEL (FIELD VERIFY LENGTH) 167 FLG

8. | 45 wve 187 FLG

9. | BUND FLANGE 16" FLG

) - o A | 10. [ SPOOL PIECE (FIELD VERIFY LENGTH & ANGLE AFTER COMPLETED)| 16 X 6'—0" e |

11. | 13.61" ELBOW (FIELO VERIFY AFTER COMPLETED) 13 3/8" FLG

_mn.o_M«mmm_.nw__wmzn 12. | SURFACE PLATE 20" X 13 3/8" G
13. | 90" ELBOW (BRASS) Py THD

—_———— 14. | PIPE (BRASS) 4" THD
15. | APCO 1604/152 DAT (AR VALVE) - FLG

16. | GATE VALVE (MUELLER RESILUANT SEAT WEDGE) 4 e

- SECTION 17. | #14 MESH STAINLESS STEEL SCREEN - -

N-TS. 18. | CONDUCTMITY SENSOR (ROSEMONT UNILOC - -

CONDUCTMTY PROBE W/1" STAINLESS STEEL
BALL VALVE CAT #140-04)
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NOQTES:

1. CONTRACTOR TO SUPPLY PIPE SUPPORT AND
FOUNDATIONS EVERY 10 FEET. SHOP
DRAWINGS TO BE SUBMITTED FOR REVIEW.

INSTALL HOSE BI8 SAMPLE
TAP IN 80TTOM OF PIPE
AT 45" OFF VERTICAL

B._ " AR VENT——

A\INSTALL OWNER PROVIDED
ACTIVATED CARBON
SAMPLING SYSTEM

ELECTRICAL CABLE AND 2
t 1/2° HOPE TUBING TQ

2. CONTRACTOR TO PRIME AND PAINT PIPE TO — P
MATCH EXISTING PIPING FACILITIES. _U_|>”_ T w<_m<< — mm,m_zwﬂ.zwr.mmnouomm:z —1 |
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